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System Efficiency Losses KWh p/year |kWh Losses p/y |kWh losses 15 years |Index
Static UPS 1 92% 8% 70.080.000 6.093.913 91.408.696 281
Static UPS 2 93% 7% 70.080.000 5.274.839 79.122.581 243
Static UPS 3 94% 6% 70.080.000 4.473.191 67.097.872 206
Hitec DRUPS 97% 3% 70.080.000 2.167.423 32.511.340 100
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Consequences efficiency losses p/year

Consequence StaticUPS 1  |Static UPS 2  |Static UPS3  |Hitec DRUPS
Tons CO2 emmission 2.651 2.295 1.946 943
Equal to # of cars 714 618 524 254
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Costs due to efficiency losses

Year price kWh StaticUPS1 [Static UPS2 |Static UPS 3 Hitec DRUPS
2009 £ 0,0900 | € 548.452 | £ 474,735 | € 402,587 | £ 195.068
2010 € 0,0945 | € 575.875 | £ 498.472 | € 422717 | £ 204.821
2011 € 0,0992 | € 604.669 | € 523.396 | € 443852 | € 215.063
2012 £ 0,1042 | € 634.902 | £ 549,566 | € 4166.045 | £ 225.816
2013 € 0,1094 | € 666.647 | £ 577.044 | € 489.347 | £ 237.106
2014 € 0,1149 | € 699.979 | € 605.896 | € 513.815 | € 248.962
2015 € 0,1206 | € 734978 | £ 636.191 | € 539.505 | € 261.410
2016 € 0,1266 | € 771727 | € 668.001 | € 566.481 | € 274.480
2017 € 0,1330 | € 810.314 | € 701401 | € 594.805 | € 288.204
2018 £ 0,1396 | € 850.829 | £ 736471 | € 624.545 | € 302.615
2019 € 0,1466 | € 893.371 | € 773.294 | € 655.772 | € 317.745
2020 € 0,1539 | € 938.039 | € 811959 | € 688.561 | € 333.633
2021 £ 0,1616 | € 984941 | £ 852557 | £ 722989 | £ 350.314
2022 € 0,1697 | € 1.034.188 | € 895.185 | € 759.138 | € 367.830
2023 3 0,1782 | £ 1.085.898 | € 939944 | £ 797.095 | € 386.221
Total losses 15 yrs € 11.834.810 € 10.244.110 € B8.687.254 £ 4.209.288
Index 281 243 206 100
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